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ECS Configuration Change Request Page 1of > Pags(s)
1. Originator 2. Log al : 3. CCR#: 4. 6. Tal: €. RAm#: | 7.0rg.
Anthony J. Tillie 5 /7 99 _ 09{ 3 5’ Rev: (757) BB4-8222 1326-L C8cC

8. Title of Change: Equipment relocation w/i tho LDAAC, B1268C, Rm2303

9. O quiat r gmnu / 10._Class | 11. Type: 12. Neod Date: May 28,
/ /i///m@ —_ 5 /4'/6’9 /4 CCR 1999 or ASAP
flco Manngar WOate 14. Category of Change: 18, Prlority: (If “Emergency”
Initiat Baseline fiil in Block 28).
)‘\'—'v—‘ﬁ S (Y- 7 Routine

18. oocumomanlonmrawnngo impwtted: 17. Schedule 18. Cl(s) Aftected:I0Ins01, 10ins02,

92C-TOL-004:AEVQ2 Impact: [0mss20, I0mss21 I08cg03, ICacs04,
10m&ss06, 10dIp03, continued

18. Releass Affected: 20, Date due to Customer: | 21. Impi. Date: 22. Estimated Cost:

NA None

23. Sourcae Raferansa:  [JNCR (attach) L L_JAetton itsm [ Tach Ref. [1GSFC [ Other:

24. Desoription of Change: (use additional Shesets if neceseary)

Currently, valuable workspace real estata is being occuppied by seven (7) Sun Entsrprise 3000 systemns (I0ing01w/RAID, 10ing02,
[0mes20, I0mas21 10nc&03, 10acs04, I0mss05), and one (1) Sun Ultra w/RAID (I0tes01). Likawisa, two (2) Sun Ultras need to be
relocatsd to more uger frisndly area nearer the operations arsa. Flnally, 10dip0O3 neads to be relocated nearer the 10dis01 systam.

AlL WoRk Wikl BE PELFoRME & By L DAAC PELSNNE L~

25. Proposed Solution: (use additional sheets |f neceasary)

Fielocate asvan (7) systems (I0Ins01, I0in302, I0mas20, I0mes21 1080803, 10acs04, 10mss05) w/i Bldg 1268C, AM2303 to the area
where the XTERMS currently reside (10aix07, 108px07, 108px08, I05px08, 102ix08, mox02). These Xterms wilt ganerally ralocats to
where the Enterprise 3000 wers located atter existing wall partitions are modified. Relocats 10dms04 end 19dmsg05 from the area

nearaat I0wkp02 (EMASS) to modified aree. Movae 10dip03 next to 10dis01. Relocate 10css02 and [0tes01. Sae proposed drawing.

26. Altstnate 8olution: (use additiona! sheets if necessary)
No altarnate goiution is effered because this is the lowsst cost and lowesst risk relocation of the existing HW,

27. Conssquences [f Change(s) are not approved: (use additional sheete If necessary)

Tha gaeneral operation’s area nasds a clsan, uncluttersd look, where workspage (s provided for mission critical activities. Allowing
these areas to ramain unchangsd and occupied by systems that requira Ilitt!s or no attention, except for sys-admin activities, 18
gounterproductive.

28, Juetifioation for Emergency (If Block 16 Is “Emergency™):

29. Site(s) Aftected: [JEDF [IMin-Daac [Ovatc OJeoc [ asFe KieRrC Onsibc Osme Taxk el

EOC  []IDG Test Cell [CJother
30. Board Commants: 31. Work Aseigned To:
“9 év:-ru\ 4]"] et ‘.\_,2 (““"‘NN{' r[vof P/,..« T L&:«ﬁ& ) ¢
L Lemre. 4o wpdet- Aveumed? FHfec move s Lo “f/“{"‘ ‘
32, BDF/REL2 CCB Chalr (8ign/Dete): 33. Disposition: Approved 34, (TBD)
AC Disapproved
FwdiFCS Ewd/ESDIS
35. M&O CCB Chalr (Sign/Date): 36. Dlaposltion: Approved 37. CM Manager's Closure:
&e> Disapproved
BB S Susl/BERNIC
38, EC8 CCB Chair (8ign/Date): 30. Disposition: Approved 40, CCR Closed Date:
AC
Nigannr~usd
CMO1 March 8, 1599 ECS/EDF/REL2
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LaRZ CAAC

ADDITIONAL SHEET

CCR #: 9?- 0435 Rev: — Originator:

Telephone:

Office:

Title of Change:

Current [Natwork} Cable Lengthe and Impact of move:

10ins01 + RAID = 351t No Impact: relocation w/i LaRC's current Cable Management Plan (820-TDL-005 Rev:03)

10ins02
10mas20
10mss21
10acs03
10acs04
i0mas05
10dip03
iOmis0®
0epx07
10spx08
10epx0B
10aix07
10aix08
10moxQ2
10gms04
10dms05
0tesQ1 + RAID

a 35ft; No impact; relocation w/i LaRC's current Cable Management Plan (920-TDL-006 Rev:03)
= 40ft; No Impact; relocation w/i LaRC's current Cable Managsment Flan (820-TDL-005 Rev.03)
= 40tt; No impact; relocation w/i LaRC's ourrent Cabls Managemant Plan (820-TDL-006 Rev:03)
= 35h; No impact; relocation w/i LaRC’s current Cable Managsment Plan (820-TDL-005 Rev:03)
= 35ft; No impaot; relocation w/i LaRC'a current Cable Management Plan (820-TDL-005 Rev:03)
= 66ft; No Impact; ralocation w/i LaRC's current Cable Managemsnt Plan (820-TDL-006 Rev:03)
= 1781 No impect; ralocation w/i LaRC's currant Cabls Managsmant Plan {820-TDL-005 Rev.03)
= 200ft; No impact; ralocation w/i LaRC’s ourrent Cable Management Plan (920-TDL-006 Rev:03)
= 30ft: No impact; relocation w/i LaRC’s ourrent Cable Managsmant Plan (920-TDL-006 Rev:03)
= 30ft; No Impact; relocation w/i LaRC's current Cable Management Plan (820-TDL-005 Rev:03 )
= 301: No impact; relocation w/i LaRC'a surreant Cabis Management Plan (820-TDL-006 Rev:03)
= a5ft; No impact; relocation w/i LaAC's current Cable Management Plan (820-TDL-006 Rev:03)
= 36ft; No Impact; relocation w/i LaRC's current Cable Management Plan (820-TDL-005 Rev:03)
= 301t: No impact; relocation w/l LaRC's current Cable Managameant Plan (820-TDL-006 Rev.03)
= 200ft; No impaoct; reiocation w/i LaRC'a current Cabla Maenagement Plan (820-TDL-006 Rev:03)
= 200ft; No impact; reiocation w/i LaRC's current Cabls Managemsnt Plan (620-TDL-005 Rev:03)
= 300M; No impact; relocation w/i LaRC's current Cable Management Plan (920-TDL-005 Rav:03)

Powaer required: There ia ho Impact. Enough elctrical drops exist without the need tor electricians 16 add more.

Man Power requied: none: ail work will be pertormad by LaRC ECS staft

18. Cla Affected: [Onin0®@, I08pXQ7, [Qepx08, 10epx08, 0alx07, [0aix08, mox02, I0dmal4, |0dma05s, IDtesO1
25. Sse proposed drewing, which I8 not 1o scale.

CMO1A



Proposed Floor Plan
With Relocated Systems**
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